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Y NUMBERED NOTES (This Drawing)
v v FF é}) (1) RELOCATION OF THE TELECOM ROOM FOR THE ADDITION OF THE NEW ELEVATOR WILL REQUIRE THE NEW
A v < TELECOM ROOM TO BE FULLY OPERATIONAL PRIOR TO DEMOLITION OF THE EXISTING TELECOM ROOM. THE
FOLLOWING SYSTEMS NEED TO BE ESTABLISHED IN THE NEW TELECOM ROOM: PROVIDE AND INSTALL A NEW
PATHWAY SYSTEM TO RE-ESTABLISH A TELECOM GROUNDING SYSTEM TO INCLUDE BUS BAR AND A
<, CORRDOR ' GROUNDING CONDUCTOR AND ALL NECESSARY CONNECTIONS TO COMPLETE THE SYSTEM. PROVIDE AND
OWCP & BENEFITS < OPEN OFFICH INSTALL A NEW PATHWAY SYSTEM TO RE-ESTABLISH ALL TELECOM BACKBONE CABLING INCLUDING FIBER
—" LARGE CONFERENCE FILEICOPY STORAGE [ ] OPTIC CABLING AND ALL NECESSARY CONNECTIONS TO COMPLETE THE SYSTEM. NEW BACKBONE CABLING
ROOM [ ] WILL NEED TO BE INSTALLED FROM THE DEMARC LOCATION TO THE NEW CLOSET AND ALL ASSOCIATED CABLING
24  RED CONFERBRCE 232 TO THE CLOSET ABOVE WILL ALSO NEED TO BE REPLACED COMPLETELY. RE-USE OF EXISTING CABLING AND
ATTACHED HARDWARE IS PROHIBITED. PROVIDE AND INSTALL A NEW PATHWAY SYSTEM TO RE-ESTABLISH ALL
TELECOM BACKBONE CABLING INCLUDING COPPER CABLING AND ALL NECESSARY CONNECTIONS TO
® COMPLETE THE SYSTEM. NEW BACKBONE CABLING WILL NEED TO BE INSTALLED FROM THE DEMARC LOCATION
7 v TO THE NEW CLOSET AND ALL ASSOCIATED CABLING TO THE CLOSET ABOVE WILL ALSO NEED TO BE REPLACED
\ 74 \ /4 COMPLETELY. RE-USE OF EXISTING CABLING AND ATTACHED HARDWARE IS PROHIBITED. PROVIDE AND INSTALL
- CORRIDOR ANEW PATHWAY SYSTEM TO RE-ESTABLISH ALL VOICE STATION CABLING AND ALL NECESSARY CONNECTIONS
N TO COMPLETE THE SYSTEM. NEW VOICE STATION CABLING WILL NEED TO BE INSTALLED FROM EACH VOICE
b STATION LOCATION TO THE NEW CLOSET AND ALL ASSOCIATED HARDWARE TO TERMINATED, TEST AND VERIFY A
COMPUTER LAB | WOMEN'S SHARED CONFERENCE FULLY FUNCTIONAL SYSTEM. RE-USE OF EXISTING CABLING AND ATTACHED HARDWARE IS PROHIBITED.
STAR 226 MEN'S 228 P WAITING AREA ELECTRICAL WOMEN'S CORRIDOR MEN'S STAR CHIEF OF SERVICE PROVIDE AND INSTALL A NEW PATHWAY SYSTEM TO RE-ESTABLISH ALL DATA STATION CABLING AND ALL
PIV OFFICE 225 221 LORRIDOR [23 ] [ | % 236 237 26 ] NECESSARY CONNECTIONS TO COMPLETE THE SYSTEM. NEW DATA STATION CABLING WILL NEED TO BE
N INSTALLED FROM EACH DATA STATION LOCATION TO THE NEW CLOSET AND ALL ASSOCIATED HARDWARE TO
TERMINATED, TEST AND VERIFY A FULLY FUNCTIONAL SYSTEM. RE-USE OF EXISTING CABLING AND ATTACHED
@@ HARDWARE IS PROHIBITED.
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